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Agenda

• Introductions

• EPA Presentation: Sewer Pathway information along 
Fairchild Drive Main and Laterals

• EPA 2020 Assessment - Potential Impacts and Mitigation 
Measures

• Next Steps

• Q&A
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Background Overview

• EPA Sewer Pathway Assessment Work

• Sewer information along Fairchild Drive and Laterals

• May 6, 2014 EPA All Parties meeting sewer pathway 
information

• June 29, 2020 EPA/MEW – Waverly - 277 Fairchild sewer 
pathway information



4



Updated Information 
Reviewed

• Coordination with City of Mountain View – GIS, sewer 
lines, video inspection logs

• Fairchild sewer gas main and lateral samples (manhole 
and sewer cleanouts)

• Current permitted industrial wastewater dischargers
- NEC/Renesas 501 Ellis (2018-2020 PRCCs) 

Groundwater extraction effluent discharge: 5.3 – 8.6 gpm
TCE: 53- 69 µg/L; cis-1,2-DCE: 21-26 µg/L

PRCC = Periodic Report of Continued Compliance
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(Source: McHugh and Beckley, 2015)

Source: Kelly Pennell, UKY, 2016)

Disposal of TCE in Sewer
- Permitted, non-permitted discharges

Infiltration of shallow groundwater contamination 
where sewer/utility tunnel intercepts

Sampling
- Manhole sewer gas, sewage 
- Sewer cleanout

Investigating Sewer 
Pathway
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Sewer Impairments Along Fairchild Main 
1998-2019
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Example: Sewer impairment 
segments



Example video: F6-037 to F6-035



Example: F7-002 to F6-037



Nearby TCE Shallow A-zone 
Groundwater Results
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EPA Sewer Gas Results - 2020

• Fairchild Sewer Main and Lateral

• Residential Developments Connected to Fairchild 
Sewer Main
- Waverly
- 235 Fairchild Apartments
- Classics
- 6Sixty
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Potential Impacts

• Residential Developments Connected to Fairchild Sewer 
Main

- Waverly (Mitigation measure implemented – 11/30/20)
- 235 Fairchild Apartments
- 211 Fairchild (215/217 under construction)
- Classics
- 6Sixty
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Recommended Mitigation 
Measures

• Gas trap / siphon

- Classics
- 6Sixty
- 211 Fairchild (215/217)
- 235 Fairchild
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Recommended Mitigation 
Measures

• 501 Ellis Street facility - carbon treatment of 
groundwater extraction prior to discharge
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Next Steps

• Residential Developments Connected to Fairchild 
Sewer Main

• Implement Mitigation Measures - Residential
• Additional Sewer Pathway Assessment -
• Commercial Area with connections to Fairchild main -

Redevelopment
• EPA Focused FS to include Sewer Pathway
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Questions
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